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ABSTRACT The increasing concern in environmental impacts contributed by the shipping industry leads to a
growing interest toward incorporating sustainable energy sources to conventional power systems, to reduce
fuel consumption and emissions. However, such advance power system architectures tend to face greater
challenges in optimal power allocation due to the increased flexibility to split the load among multiple
power sources and diversified operations of different vessel types. To address the power management
challenges, in this paper, an instantaneous optimization-based approach is proposed for an all-electric hybrid
power system, which adopts the equivalent consumption minimization strategy (ECMS). First, the dynamic
models of the all-electric hybrid power system are formulated in MATLAB\Simulink and validated on a
laboratory-scaled hybrid power system testbed. The power management problem is then formulated using
ECMS approach, and a multi-level power management framework is proposed to integrate ECMS solution
for practical implementation on an all-electric hybrid vessel. Finally, the feasibility of the proposed approach
is validated on a full-scale setup identical to an actual all-electric hybrid vessel with dc distribution in
MARINTEK, Trondheim, Norway. The performance of ECMS is also benchmarked against an improve rule-
based strategy. The experimental results demonstrated that ECMS can achieve a substantial fuel savings of
up to 24.4% as compared with improved rule-based strategy over one cycle of harbor tugboat operations,
with the presence of available shore charging.

INDEX TERMS Power management system, energy management, optimization, hybrid power system,
energy storage, batteries, marine vehicles.

I. INTRODUCTION
Over the past decades, the maritime industries have been
moving towards ship electrification to improve system effi-
ciency, stability and performance. Diesel electric vessels have
demonstrated the improvement in fuel efficiency [1], but such
vessels are still heavily reliant on marine diesel oil (MDO).
With the increasing concern in environmental impacts con-
tributed by the shipping industry, there is a growing interest
in the maritime industry towards sustainable energy sources
to reduce fuel consumption and greenhouse gases emissions.
Over the years, advancements in power electronics have open
up the possibilities to include sustainable power sources and
energy storage such as batteries, super capacitors, ultra capac-
itors and fuel cells for maritime applications [2]–[5]. The use
of energy storage devices increases the flexibility in power
allocation among the power sources, offering the potential

to improve fuel efficiency and reduce emission during ship
operations. Examples of the uses of batteries include peak
shaving and enhanced dynamic support to absorb fast load
variations, and strategic loading to allow engines to operate
within optimal range to improve fuel efficiency [5]–[7]. Also,
batteries can be used in place of engine operation during
low loading conditions, achieving zero emission operation.
Shore power can be utilized to charge batteries when ships
return to harbour, and this energy can be used in the next
operation. Using of shore power is cheaper and produce less
hazardous emissions. These advanced power system with
hybrid power sources have shown to be capable of reducing
fuel consumption and emissions by 10% to 35% according
to [8].

However, the increase in degree of freedom of control
resulted in greater challenge for power management control

VOLUME 6, 2018
2169-3536 
 2018 IEEE. Translations and content mining are permitted for academic research only.

Personal use is also permitted, but republication/redistribution requires IEEE permission.
See http://www.ieee.org/publications_standards/publications/rights/index.html for more information.

74339



L. W. Y. Chua et al.: Implementation of Optimization-based Power Management for All-Electric Hybrid Vessels

to the diversified operations of different vessel types. Naval
vessels tend to have short pulsed loads related to weapons
utilization and control focuses at maintaining system reli-
ability to handle such pulsed loads. Passenger ferries are
usually subjected to low emission and low noise operation
requirements. Tugboats have multiple modes of operation,
requiring full designed bollard pull power during ship assist,
and relatively low power during transit and standby, and may
face stricter requirements on vessel emission when operating
near urban areas. The diverse operating profiles of these
different vessel types makes it difficult to optimize the hybrid
power system performance over a single designed operating
point or apply a common power management strategy across
all vessel types. The conventional rule-based/heuristics tech-
niques currently employed in the industry depends largely on
the past experience of the system integrators and operators,
while optimal power allocation among the power sources
are not guaranteed. Fuel efficiency will not be maximized if
power split between the hybrid power sources are not handled
properly [9]. Therefore, advanced powermanagement control
strategies are necessary to exploit the full potential of the
hybrid power system to achieve significant reduction in fuel
consumption or emissions [8], [10].

In recent years, power management strategies based on
optimization methods are proposed to tackle the power man-
agement problem for advanced power and propulsion archi-
tectures in the maritime industry. For naval vessels, power
management tend to focus on maintaining system reliability,
redundancy, and handling of short pulsed loads related to
weapons utilization to ensuremission effectiveness. Fuel con-
sumption and emission are of a lower priority in these cases.
In [11], sensitivity function method (SFM) is first proposed
to improve computational efficiencies of dynamic optimiza-
tion. Subsequently, it is applied for the power management
problem of an Integrated Power System (IPS) of naval vessel
in [12] and [13], demonstrating real-time applications. Model
Predictive Control (MPC) has been investigated for various
marine applications. In [14] and [15], MPC is used to handle
fast and sudden pulse loads from weapons operations. In [3],
MPC is proposed for electric ships with hybrid energy stor-
age system to mitigate load fluctuations and demonstrates
its feasibility in real-time applications. In [16], non-linear
MPC (NMPC) is used to control the battery for smoothing
of power fluctuations experienced by OSV during dynamic
positioning operation. Optimization-based approaches tar-
geted at minimizing fuel consumption are quite limited,
and mainly applied for commercial vessels. For example,
in [17], static optimization is used to develop a battery charge-
discharge mode for a hybrid Offshore Supply Vessel (OSV).
The results show fuel savings in comparison to other sys-
tem architecture, but performance of the proposed technique
against rule-based, or other advanced power management
strategies are not discussed. QP and Mixed-Integer Pro-
gramming were investigated in [18], however the results
show frequent starting and stopping of generators in sim-
ulation study, which is undesirable in real life application.

In [19] and [20], Equivalent Consumption Minimization
Strategy is first investigated on different hybrid diesel electric
vessel layout to investigate the capabilities for fuel reduction.
Previous work in [21] and [22] proposed a method with
ECMS to optimize engine operations around the optimal
operating point, and simulation results on a harbour tugboat
case study shows up to 17.6% fuel savings compared to indus-
trial rule-based techniques. Recent studies in [10] proposed
an adaptive ECMS (A-ECMS) for hybrid tugboat, showing
better performance than rule-based and demonstrates near
optimal performances when compared to global optimum
solution from DP under simulation. However, these proposed
ECMS approaches are executed in simulation-based environ-
ments, and have not been demonstrated on an actual full-scale
system in real-time.

Hence, this study aims to implement and validate the
performance of ECMS in real-time on an actual all-electric
hybrid power system, to optimize fuel efficiency. The main
contributions of this study include: Firstly, dynamic mod-
els of the hybrid power system is formulated and validated
on a laboratory-scaled hybrid power system test bed set
up in NTU Mechtronics lab, Singapore, that can be used
as a platform for initial power management studies and
development. Secondly, a multi-level framework is proposed
for practical implementation of the ECMS approach pro-
posed in earlier work [21] and [22], on the actual hybrid
power system. Preliminary investigations to validate the fea-
sibility of the proposed framework is performed on the
laboratory-scaled test bed before implementing on actual
system. Finally, the proposed framework is validated on an
actual system in a laboratory facility with a full-scale hybrid
all-electric vessel system layout and industrial control system
in MARINTEK, NTNU, Norway. In addition, the perfor-
mance of ECMS is evaluated against an improved rule-based
strategy that set a higher benchmark, to demonstrate the
advantages of proposed ECMS approach over conventional
rule-based methods.

The rest of the paper is organized as follows: Chap-
ter II describes the modelling and validation of the power
system components of an all-electric hybrid power sys-
tem on a laboratory-scaled test bed. Chapter III introduces
the proposed multi-level power management framework and
described the supervisory power management strategies. The
feasibility of the proposed framework is investigated on the
laboratory scale test bed. In Chapter IV, the proposed frame-
work is implemented on a full-scale test bed and results were
presented and discussed. Chapter V concludes with a sum-
mary of the work and recommendation for future research.

II. ALL-ELECTRIC HYBRID POWER SYSTEM
The schematic of an all-electric hybrid power system is
shown in Fig. 1. The main power sources comprises of
engine-generators (gensets) and batteries. Vessel loads usu-
ally includes themain propulsion load, service and hotel loads
such as pumps, Heating, Ventilation and Air-conditioning
(HVAC) and lightings. In this study, the system considered
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FIGURE 1. All-electric hybrid power and propulsion system.

uses a modern DC distribution system. The main advantages
includes the increase in fuel efficiencywith the use of variable
speed engines in DC power distribution system and easy inte-
gration of DC hybrid power sources [23]. Other advantages
of using the DC distribution are highlighted in [24]. The
AC power from the gensets are converted to DC power
through rectifier, while charging and discharging of the bat-
tery is controlled by the bi-directional DC-DC converter.

The hybrid power system components are modeled on
the MATLAB\Simulink platform to simulate the dynamic
responses of the power system. The dynamic response of
the models are validated and calibrated against a laboratory-
scaled hybrid power system test bed described in this section.

A. LABORATORY-SCALED HYBRID POWER SYSTEM
For preliminary validation of the proposed framework,
a laboratory-scaled test setup is used. The laboratory-scaled
hybrid power system considers the main power sources and
power converters of an all-electric power systems. Due to the
space and ventilation constraints to install a full scale diesel
engine in this laboratory environment, the diesel engines are
emulated by two Permanent Magnet Synchronous Motors
(PMSM) driven by a variable frequency inverter as the prime
movers. Studies are conducted in the next section to vali-
date that the motors can be representative for the dynamic
response of the diesel engine. The schematic of the test bed
is as shown in Fig. 2(a), and the actual lab setup is shown
in Fig. 2(b). The specifications of the laboratory equipment
are listed in Table 1.

The controls of the hybrid power system testbed are
implemented by dSPACE DS1103 PPC controller board.
The DS1103 PPC Controller Board enables the imple-
mentation of a real-time control system with a slave-DSP

TABLE 1. Specifications of laboratory-scaled hybrid power system
test bed.

subsystem based on Texas Instruments TMS320F240 DSP
microcontroller [25]. The controller board is connected
to a desktop on Windows operating system installed
with dSPACE software. The software includes Real-Time
Interface (RTI) for code generation, RTI blocksets for
MATLAB\Simulink and ControlDesk for real time monitor-
ing and control. To implement the controls, control models
are developed on the Simulink platform using RTI blocksets.

B. MODELING AND VALIDATION OF HYBRID POWER
SYSTEM COMPONENTS
1) ENGINE-GENERATOR SET
The diesel engine model has been well established in other
studies. The level of complexity of the model depends on
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FIGURE 2. Hybrid power system test bed (a) Schematic (b) Laboratory layout.

the application. For power management studies, the engine
can be modeled as a first order system with time delay that
relates between the fuel injection input and output torque of
the engine in terms of per unit (p.u.) as follows [26]:

Tm(s) = exp−τ s
Ky

1+ τcs
Y (s) (1)

where Tm(s) is the output torque, Ky is the torque constant,
and Y (s) is the fuel index expressed in nominal values from
0 to 1.0 p.u.. Since both the output torque and fuel index
are expressed in p.u., the torque constant is assumed to
be normalized at rated value. The time delay τ and time
constant τc can be calculated by [26]:

τ ≈
1

2nmN
(2)

τc ≈
0.9

2πnm
(3)

where nm is the engine rotational speed (rps), and N is the
number of engine cylinders. The mechanical system of the
engine translates the output torque to angular motion. Using
Newton’s second law for rotation, the mechanical system can
be represented as [27]:

Jeq
dω
dt
= Tm − Tem − ωmCr (4)

where Jeq is the equivalent inertia of the engine shaft, Tem is
the electromechanical torque of the synchronous generator,
ωm is the rotational speed of the engine (rad/s) and Cr is the
rotational losses coefficient. Using the formulation described
in [27], an inertia constant H can be defined to express
equation (4) in p.u., where Jeq = 2H . The engine model
parameters are given in Table 2.

The governor is modeled as a PI controller to regulate
the engine speed based on a given speed reference. For
variable speed engines, the speed references to the gov-
ernor are adjusted at different engine loading to optimize
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FIGURE 3. (a) Step speed input and (b) Voltage output under no-load condition and (c) Step load input and (d) Voltage
output under step-load condition.

TABLE 2. Engine Model Parameters.

fuel efficiency. Based on the Specific Fuel Oil Consump-
tion (SFOC) map of the diesel engine given by the engine
manufacturers, speed reference at each engine loading can
be derived and implemented using a lookup table. The syn-
chronous generator model in per unit system is adapted from
theMATLAB\Simulink Simscape Power System library. The
model takes exciter field voltage and engine rotational speed
as input to generate three phase AC voltage on the output.
The excitation system regulates the output voltage of the
generator by adjusting the field voltage through the automatic
voltage regulator (AVR) and exciter. The AVR is modeled as
a PI controller and a first order system is used to represent the
exciter. The three phase AC voltage output from the generator
is converted to DC voltage on themain power distribution line
through a rectifier.

The dynamic response of the actual motor-generator set
and simulated engine-generator model is investigated under
both loaded and unloaded conditions. Under the unloaded
condition, a step input from zero to rated speed is applied

to the prime mover at no load, and the generator rotation
speed and no load voltage after the uncontrolled rectifier
output is measured. The generator rotation speed response
of both the actual motor-generator set and simulated engine-
generator model follows the same ramp rate under step input,
as shown in 3 (a). Comparing the generator output voltage
response, the simulation model assumes an ideal condition
where the P and I parameters of the AVR are fine tuned
to achieve close to a critically damped response as shown
in Fig. 3 (b). In actual experimental setup, the P and I param-
eters of the AVR are fixed at its default values in this case,
reflecting the difference in damping response against the
ideal case in simulation. Regardless of the slight difference
of the damping response, the simulation model shows close
relation to experimental results in terms of transient rise time,
as well as the steady-state generator output voltage. A step
load is then applied to the generator at rated speed as shown
in Fig.3 (c), to simulate the voltage droop of the generator
across the rectifier. As the AVR attached to the generator in
this test bed is not configured to receive voltage reference
from external controls, the generator droop on the test bed
could not be adjusted. Instead, the voltage setpoint on the
generator model is adjusted to match the experimental results
as shown in Fig. 3 (d).
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FIGURE 4. Battery discharge characteristics.

2) ENERGY STORAGE SYSTEM
The energy storage system comprises of Li-ion battery and
the bidirectional DC-DC converter. A generic Li-ion battery
model is implemented from the MATLAB\Simulink Sim-
scape Power System library where battery voltage for the
charging and discharging mode is defined as [28]:
When i∗ < 0,

Echarge=E0−
K · Q

it + 0.1 · Q
· i∗−

K · Q
Q− it

· it+A · exp (−B.it)

(5)

When i∗ > 0,

Edischarge = E0 −
K · Q
Q− it

· i∗ −
K · Q
Q− it

· it + A · exp (−B.it)

(6)

where Echarge and Edischarge are the battery charge and
discharge voltage (V) respectively.E0 is battery constant volt-
age (V), K is the polarization constant (Ah−1), Q is the max-
imum battery capacity (Ah), i∗ is the low frequency current
dynamics (Amphere) and it is the extracted capacity (Ah),
which can be derived from it =

∫
idt . A is exponential

voltage (V) and B is the exponential capacity (Ah−1), which
can be obtained from the battery discharge characteristics
curve are shown in Fig. 4. The temperature and aging effects
of the battery are not considered.

The bidirectional DC-DC converter, as shown in Fig, 5,
is necessary for the voltage and current control of the battery.
In the buckmode, S2 is active, and S1 acts as a diode, stepping
down the voltage and allow battery to charge. In the boost
mode, S1 is active, and S2 acts as a diode, stepping up voltage
output at VDC , enabling battery to discharge. An average
value model of the converter with current and voltage control
loops adapted from [29] is implemented in this study, where
the switch model is replaced with current/voltage sources as
shown in Fig. 6(a) and (b). The converter is assumed to be
working in a continuous operation mode. The design param-
eters of the converter are listed in Table 3. A charging and

FIGURE 5. Bidirectional dc-dc converter.

FIGURE 6. Average value model (a) Boost (b) Buck.

TABLE 3. Bidirectional DC-DC converter parameters.

discharging cycle is applied to compare the response between
the average value model and actual converters, as shown
in Fig. 7. The converter is operated in voltage control mode
throughout. Vbatt and Ibatt are measured at the output of the
battery modules, and VDC and IDC are measured at the
output of the bi-directional dc-dc converter. The simulation
models assumes ideal condition where there is no losses
across the bi-directional dc-dc converter. Hence in experi-
mental results, due to the losses across the converter during
discharge, it is observed that battery discharge higher current
to achieve the same output current at the converter, as shown
in Fig. 7 (c) and 7 (d). Similarly for charging, current flow-
ing into the battery is lower in experimental results than in
simulation, although converter demands slightly more current
from the grid. Comparing the voltage trends in Fig. 7 (a),
Vbatt slightly differs between experimental and simulations
as a result of the different in battery current during charging
and discharging. Comparing the output voltage in 7 (b), con-
verter reference voltage is set at 540Vdc for both simulation
and experiments. The converter works well in maintaining
output voltage at reference voltage of 540Vdc through fine
tunning PI controllers in simulation. While in experiments,
the converter controller has an accuracy of 5% for voltage
control, resulting in slightly lower output voltage. In addition,
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FIGURE 7. (a) Battery and (b) Bidirectional DC-DC converter output voltage, (c) Battery and (d) Bidirectional
DC-DC converter output current.

a few instances of large voltages dips are observed when
battery changes from charging to discharging. This is due
to a constraint in the construction of the converter device
where there is a lag-time to switch between the charging and
discharging circuit. Due to such limitations in experimental
setup, there were rare instances of the sudden mismatch
between power supply and demand, resulting in large voltage
dip in 7 (b). For example at t = 600, generator 1 received
switch off command, while the battery did not discharge
immediately due to the lag-time in switching circuit, leading
to the insufficient power supply to meet the power demand.
However, the system was able to recover and continue opera-
tion. In the simulation and in real life application on actual
system, the DC-DC converters are not subjected to such
limitation and therefore such performance is not expected.

Overall, the dynamic models are validated and calibrated
against the laboratory-scale test bed, and close dynamic
response between the simulation and experimental results
are shown in Fig. 3 and Fig. 7 for the gensets and batteries
respectively. The validated models can be easily reconfig-
ured for different system configurations based on the num-
ber of gensets and batteries modules in the vessel design,
for future studies and development of power management
strategies.

FIGURE 8. Multi-level power management framework.

III. MULTI-LEVEL POWER MANAGEMENT FRAMEWORK
A multi-level power management framework is proposed,
as shown in Fig. 8, to integrate the advanced power
management strategies using optimization-based methods to
existing power management control of the system.
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FIGURE 9. Voltage droop characteristics of (a) Two Generators (b) Two Generators with battery.

A. PRIMARY POWER MANAGEMENT SYSTEM
AND CONTROL
The primary functions of the power management control
of ship power and propulsion system includes voltage and
frequency control to maintain the stability of distribution line,
manage load sharing among the power generation sources as
well as load distribution among the consumers, protection
control and blackout preventions. In the DC power distri-
bution system, the balance of power generation and con-
sumption is achieved through voltage droop control. When
two or more generators are in parallel, the load sharing among
the generators depends on the droop characteristic of the
generator as shown in Fig. 9(a). At DC grid voltage V0,
the generators share the load at PG1 and PG2 according to
their respective droop. Equal load sharing can be achieved if
the generators have equal droop, which can be achieved by
adjusting the voltage setpoints Vset,1, Vset,2, and their droop
settings. Conventionally, the number of generators online are
decided based on load dependent start/stop rules. In pure
mechanical or diesel-electric power system where diesel gen-
erators are the only type of power source, optimizing the
number of generators online to achieve greater fuel efficiency
can be straight forward by formulating the load dependent
start/stop rules from static optimization results based on
engine SFOC data [30].

In hybrid DC power system with battery, droop control
can also be implemented to control the load sharing between
the hybrid power sources [31]. The voltage droop concept
is illustrated in Fig. 9(b). At the initial voltage V0, battery
supplies zero power, while generator 1 and 2 shares the load
atPG1 andPG2 respectively.When there is a sudden reduction
in load, the excessive power in the system is first absorbed
by the battery P′batt . As battery voltage setpoint increases
from V0 to V1, generator 1 and 2 decreases their load to
P′G1 and P

′

G2 following the droop curve and power absorbed
by the battery gradually reduces to zero. However, it can be
observed that the utilization of battery power largely depends
on the droop settings and adjustments, which may not exploit
the full potential of the hybrid sources to achieve fuel
efficiency.

In recent years, advanced power management control
strategies are investigated. One of these methods is to for-
mulate the power management problem into an optimiza-
tion problem, where the optimal power split between the
multiple power sources are determined through numerical
methods.

B. EQUIVALENT CONSUMPTION MINIMIZATION
STRATEGY
The formation of a power management problem into an opti-
mization problem requires each decision variable to have an
associated cost, and this cost has a direct impact on their
optimal value while solving the cost function. However, in the
case of an all-electric hybrid power system, it is clearly
recognizable that the cost of battery energy is not directly
comparable to the energy cost of fuel. In [32], the concept
of Equivalent Consumption Minimization Strategy (ECMS)
was first introduced in automobile applications as a solution
to this problem. ECMS is developed based on the assumption
that the amount of battery energy used will be recharged by
the engines in the future. Hence, an equivalent fuel cost for
battery energy can be derived by considering the average fuel
required to charge the battery along the energy path from
the engine to the battery. ECMS considers only instantenous
equivalent fuel cost, and hence it is real-time implementable.
Although this approach does not give global optimal solutions
by minimizing fuel consumption over the whole operating
profile, earlier works in [21] and [22] have proposed an
ECMS approach which demonstrates promising fuel sav-
ings over rule-based strategy for an all-electric hybrid vessel
through simulation, over a case study on a harbor tugboat
operation. ECMS approach proposed in [10] have also shown
near optimal results.

In this study, the main control objective of the power man-
agement strategy is to minimize fuel consumption. Extending
from proposed ECMS approach in [21] and [22], the cost
function is formulated as:

min J =
n∑
i=1

Ceng,i + Cbatt,eqv = Ctotal,eqv (7)
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where Ctotal,eqv (g/s) is the total equivalent consumption,∑n
i=1 Ceng,i (g/s) is the total fuel consumption from n engines,

and Cbatt,eqv (g/s) is the equivalent fuel consumption of the
batteries. The fuel consumption of the each engine can be
obtained as:

Ceng,i = SFOC(Pgen,i) ·
Pgen,i

ngen,i · 3600
(8)

As proposed in previous work [21], the equivalent fuel con-
sumption of the batteries can be expressed as:

Cbatt = FC ·
Pbatt

ngen,i · nbatt · 3600
(9)

where SFOC(Pgen,i) is the specific fuel oil consumption at
the engine loading (g/kWh), Pgen,i is power delivered by the
engine (kW), Pbatt is the power delivered by the battery (kW),
ngen,i and nbatt are the efficiencies of the generator and battery
respectively. FC is the fuel consumption conversion factor,
which is a critical factor that defines how the equivalent cost
of the battery is formulated. FC is proposed to be set at the
minimum SFOC value of the engine in [21] and [22], which
can maximize engine’s operation around the optimal loading
point. The cost function is subjected to linear and non-linear
equality constraints to ensure that load demand is met, as well
as inequality constraints due to the system limitations stated
as follows:

Pgen,imin ≤ Pgen,i ≤ Pgen,imax (10)

−Pbattmin ≤ Pbatt ≤ Pbattmax (11)

SOCmin ≤ SOC ≤ SOCmax (12)

where Pgen,imin and Pgen,imax are the minimum and maximum
power rating of the ith genset, Pbattmin and Pbattmax are the
charging and discharging limits of the battery, and SOCmin
and SOCmax are the minimum and maximum SOC limits of
the battery respectively.

A few assumptions were taken in the problem formu-
lation. Firstly, the power management problem considers
the fuel consumption at steady-state values and hence,
fuel consumption during engine ramping is not considered.
Secondly, the losses through engine-generator coupling,
propulsion drive-trains, as well as efficiencies of the
battery during charging/discharging and bi-directional
DC-DC converter are assumed to be constant. This method
does not require prior knowledge of the load demand, hence
making it straight forward for real-time implementation.
The instantaneous cost function is solved with non-linear
constrained optimization solver using interior point method
in MATLAB.

C. IMPROVED RULE-BASED STRATEGY
The effectiveness of ECMS over conventional and indus-
trial available rule-based (RB) controller has been proven in
previous works [10], [21], [22], where ECMS strategy can
demonstrate up to 17.8% fuels savings. With the understand-
ing and knowledge gained from the solutions of optimization-
based strategies, RB strategies can be improved. Therefore

in this study, an improved RB strategy is formulated by
utilizing the information from the optimized solution on the
same operation profile in previous works to formulate the
operation rules. The operation rules are pre-defined based
on load level and battery SOC condition to determine the
power allocation. The introduction of an improved rule-based
strategy in this work aims to set a higher benchmark to further
evaluate the advantages of the proposed strategy against rule-
basedmethods. For the same system consisting of two gensets
and batteries as main power sources, the cases of opera-
tion generated by the refined operation rules are illustrated
in Table 4.

D. PROPOSED FRAMEWORK
In the proposed framework as shown in Fig. 8, the primary
level represents existing fundamental power management
control in the system, where voltage droop functionalities,
load dependent start/stop rules and protection controls are
executed. This level also takes care of the main communica-
tions and control between the drives, field controllers and the
power system components. ECMS and improved rule-based
strategy are implemented on the supervisory level. At every
time step, the optimal power split between the power sources
are determined from the power management strategies.

The power references from the supervisory level are imple-
mented through the existing fundamental power manage-
ment control of the power system by manipulating the on/off
control of the genset, and controlling the battery charg-
ing/discharging power through the bi-directional dc-dc con-
verter in power and voltage control mode. For gensets,
the on/off control is dependent on P∗Gi,ref , which represent the
power reference values of the ith genset. When P∗Gi,ref < 0,
the ith genset is offline. When P∗Gi,ref > 0, the ith genset
will be switched on, and primary level controls will determine
the ω∗ and V ∗set values of the genset. When more than one
genset are operating in parallel, the gensets will share the load
according to voltage droop control. For battery, charging and
discharging controls depend on the battery reference values,
P∗BATT ,ref . When P∗BATT ,ref ≥ 0, battery is in discharging
mode. If battery is the only source of power and no gensets
in the system are online, DC-DC converter will be in volt-
age control mode to maintain stable DC grid voltage at V ∗.
The amount of discharging battery power will be based on
the current drawn by the load demand, which should also
coincides with P∗BATT ,ref generated from supervisory control.
When P∗Gi,ref > 0 and P∗BATT ,ref ≥ 0, ith genset is online
and DC grid voltage will be maintained by ith genset. In this
case, the DC-DC converter will operate in power control
mode according to battery power reference P∗ = P∗BATT ,ref .
Since battery discharging power is controlled at P∗BATT ,ref ,
the genset will deliver the remaining required power of the
load demand. Finally, when P∗BATT ,ref < 0, the converter will
switch into charging mode, demanding P∗BATT ,ref from other
power sources in the system.

The proposed framework is causal, since both ECMS and
improved rule-based strategies does not require future load
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TABLE 4. Improved Rule-Based Strategy for a case of all-electric hybrid power system consisting of two gensets and battery.

information, and hence, it can be readily implemented on the
test bed in real-time. For real-time implementation, ECMS
is solved at load interval of 0.125% and SOC interval at 1%
and stored in a lookup table for each power sources. The
performance of the proposed power management framework
is investigated through a case study on a harbor tugboat
operations.

E. CASE STUDY
1) SYSTEM DESCRIPTION
In this case study, the operation of a 60-65BPT harbor tugboat
consisting of two gensets and batteries is considered. The
main modes of operations can be broadly categorized as
(i) transit, (ii) standby or idle, and (iii) ship assist operation.
A representative and scaled down time-domain load profile
of the harbor tugs derived based on field engine data and
experiences of tug owners is obtained from [22] and used
in this case study. The duration of the operation cycle is
reduced by ten times for the feasibility of laboratory test-
bed validation. In this study, 100% loading corresponds to
80% of the total installed generator power of the system. The
detailed breakdown of the operation and the scaled duration is
shown in Table 5, and the respective time-domain load profile
is shown in Fig. 10. The system parameters are following

TABLE 5. Harbor tug operation mode and respective duration.

the specifications of the laboratory-scaled testbed compo-
nents listed in Chapter II. The proposed power management
framework is implemented on the simulation models, before
real-time execution on the laboratory scaled hybrid power
system test bed. The simulation and experimental results are
presented in Fig. 11, 12 and 13.
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FIGURE 10. Harbor tug time-domain load profile.

2) RESULTS AND DISCUSSIONS
In Fig. 11(a) and (b), it is shown that the steady state volt-
ages on the DC distribution grid is well maintained between
510-550VDC, within 6% of voltage droop, when the pro-
posed framework is implemented with both ECMS and
improved rule-based strategy. In simulation, the maximum
voltage peaks and dips falls within the acceptable range
of 10% throughout the operation cycle. During experiments,
a few instances of large voltages dips are observed due to
the switching lag-time between the charging and discharging
circuit as explained in earlier chapters. The systemmanage to
recover to normal operation after the voltage dips. In Fig. 12
and 13, both simulation and experiment results show that the
actual power delivered by the generator and battery closely
follows the ideal power references from the supervisory level,
which demonstrates the intended performance of the pro-
posed framework. In terms of the performance of ECMS as
shown in Fig. 12, both genset 1 and 2 are maintained near
optimal operating point of about 60%-80% loading when
switched on. During transiting mode, battery operates in
charging mode to increase the engine load to improve fuel
efficiency. Genset 2 is switched on during the ship assist
operation where load demand is high, and shares the load
equally with genset 1.

Comparing the fuel efficiency of both strategies,
the improved rule-based strategy demonstrates similar per-
formance as the ECMS solution, as shown in Fig. 13. Since
power allocation follows similar trends for both strategies,
the total fuel consumption under each strategy is similar.
Although the total fuel consumption of proposed ECMS
is similar to the improved rule-based strategy, this result
is expected as the improved rule-based strategy is formu-
lated using the knowledge of optimal power split operat-
ing trends from the results in previous works. Apart from
fuel efficiency, ECMS approach has added advantages over
RB strategies that can be observed from this preliminary
validation. Firstly, the improved rule-based strategy works
according to pre-defined rules for each loading scenerio.
In this case, the improved rule-based strategy has 12 pre-
defined scenarios, as illustrated in Table 4. It can be expected
that the number of scenarios and complexity of designing the
rule-based logic will increase with additional power sources.
Whereas for ECMS, the formulation can cater to n number

FIGURE 11. Simulation and experimental results of voltage stability for
(a) ECMS approach (b) Improved rule-based approach.

of gensets, which is easily adaptable to different system
configurations where more power sources are considered.
In addition, the solution of the ECMS are generated based on
numerical methods to minimize fuel consumption, which can
achieve close to optimal results. Whereas, the performance of
the rule-based strategy also largely depends on the decision
factors such as PG1,on, PG2,on, PG1,opt ,PG2,opt , which are
decided based on experience. Hence, rule-based strategy may
not cannot guarantee optimal performance as the ECMS
when system parameters or loading scenarios changes.

Overall, from the results shown, the feasibility of the
proposed framework is well demonstrated. Experimental
results shows that the ideal power references from proposed
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FIGURE 12. Simulation and experimental results with ECMS approach.

FIGURE 13. Simulation and experimental results with improved
rule-based approach.

ECMS on the supervisory level can be executed in real-time.
The case study also further validated the simulation model
of the hybrid power system described in Chapter II. Similar
transient and steady state responses are observed between
the simulation and experimental results with both improved
rule-based and ECMS. Hence, the simulation model of

FIGURE 14. Laboratory facilities in MARINTEK.

the hybrid power system can be used as the platform for
preliminary studies on further developments of the power
management strategies before real-time execution on actual
system, or in cases where real-time experiments are not pos-
sible. The advantages of proposed ECMS over rule-based
approach can be further validated in the full-scale experiment
describe in the following section.

IV. FULL-SCALE EXPERIMENTAL VALIDATION
With the feasibility of the proposed framework demon-
strated on the laboratory-scaled hybrid power system testbed,
the performance of the proposed framework is further vali-
dated on an actual system as shown in Fig. 14. The facility
is located at ABB collaborated hybrid power laboratory in
MARINTEK, at the Norwegian University of Science and
Technology (NTNU), Trondheim.

A. SYSTEM DESCRIPTION
The system layout is designed based on a full-scale hybrid all-
electric vessel with Onboard DC Grid. The system comprises
of two high speed diesel engines with variable speed gener-
ator sets and energy storage system with battery bank and
capacitor bank, connected to a DC distribution system. The
system has two electric motor connected to an eddy current
brakes to simulate loading scenarios of the power system.
The lab facility is shown in Fig. 14. The capacitor bank is
not used in this study, and the specifications of the rest of
the components are extracted from [6], listed in Table 6. The
primary power management control of the system is ABB’s
Power and Energy Management System (PEMS). Similarly,
the tugboat case study is investigated in this full-scale exper-
imental validation. The duration for each operation in Fig. 10
is scaled up proportionally, to increase the total operation
cycle time to 35 minutes for a closer representation to the
duration of actual tugboat operations.

In order to reduce the use of excess diesel fuel during
testing, the tug operation cycle of 35 minutes is executed
separately in 3 segments, such that each of the segment
can be repeated if necessary, without the need to repeat
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FIGURE 15. Experimental results of improved rule-based approach in (a) Segment 1 (b) Segment 2 (c) Segment 3.

TABLE 6. Specifications of equipment in MARINTEK laboratory full-scale
set up.

the whole operation. Segment 1 from 0-12 minutes of the
cycle consisting of transit and standby operations, segment 2
from 12-23 minutes of the cycle consisting of transit, short
standby and ship assist operations, and segment 3 from
23-35 minutes of the cycle consisting of mainly transit. Due
to certain limitations on the lab setup, the experimental pro-
cedure is modified to allow manual start of genset, while
minimizing the impact on the results. At the start of each
segment, the number of required gensets pre-determined from
simulation is switched on, and remained online throughout
the segment. The performance of the proposed framework
with both improved rule-based and ECMS are investigated
under a maximum propulsion of 150kW. The experimental
results are shown in Fig. 15 and 16.

B. RESULTS AND DISCUSSIONS

The proposed framework is successfully implemented as
shown in the results in Fig. 15 and 16. Firstly, the voltage
on the DC grid is well maintained between 540-580Vdc,
within 6% of voltage droop. One main attribute to the stable
voltage is that genset 2 is online throughout the operation
cycle, which maintained the DC grid voltage through volt-
age droop control in the PEMS. Secondly, the power ref-
erences from the supervisory power management strategies
are achieved in the actual power split between the power
sources in experimental results. The battery power reference
is achieved by operating the bi-directional dc-dc converter
in power control mode throughout the cycle. Genset 2 pro-
vides the remaining required power in the system, which
coincides with the generator power reference. It is observed
that the total power delivered to the load is slightly lower
than the total power delivered by the power sources, due to
power transmission losses in the system. Lastly, the SOC
of the battery is well kept within the SOC limit of 30%
to 90%.

Comparing the performance of ECMS against the
improved rule-based strategy, both strategies show similar
performances in segment 1. The advantage of ECMS over
Improved Rule-based Strategy is shown in segment 2 and 3.
In segment 2, genset 2 is used to provide the required power
from the load, as well as charging the battery in the transiting
period, based on improved rule-based strategy. ECMS in this
case, utilizes available battery power during this transiting
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FIGURE 16. Experimental results of ECMS approach in (a) Segment 1 (b) Segment 2 (c) Segment 3.

period, since the SOC of the battery is within the SOC limit.
Subsequently, as the load demand during ship assist operation
is higher than the maximum discharge power of the battery,
both ECMS and rule-based strategy utilizes genset 2 to supply
for the load demand. However, since the load demand is
lower than the optimal operating region of the engine, loading
is increased by charging the battery, to avoid low engine
loading. In segment 3, where the load demand is similar to
the transiting period in segment 2, same trend is observed
where improved rule-based utilizes both genset 2 and battery
to provide power for the load, while ECMS utilizes the
available battery power. This resulted in a substantial amount
of fuel savings in ECMS as compared to rule-based strategy,
as shown in Table 7. Since the combined installed power of
genset 2 and battery is sufficient for 100% of the maximum
propulsion power, genset 1 is not utilized throughout the
operation, hence there are no trends of genset 1 in the results
in Fig. 15 and 16. Although battery power is used mainly to
supply the total load demand for segment 3, a portion of fuel
consumption is recorded due to genset 2 in idle mode since it
is switched on at the start of the segment, which is a limitation
in this experiment. However, both strategies experience the
same limitation and are on the same ground of comparison.

Overall, the ECMS demonstrates better fuel efficiency
as compared to improved rule-based strategy. The battery
seems to be more well-utilized in the case of ECMS in
segment 2 and 3, with a net loss of 13% in SOC that

TABLE 7. Comparison of fuel consumption and SOC from experimental
results.

contributes to the total fuel savings. In the case where shore
charging is possible, this amount of battery energy used can
be charged from shore power, which further saves on fuel
consumption. The fuel savings achieved from ECMS in this
case, can be up to 24.4% with the availability of shore charg-
ing. In addition to fuel efficiency, the added advantages of the
proposed ECMS strategy against rule-based methods are also
validated, where it is able to show consistency in demonstrat-
ing more optimal performance when system parameters and
load conditions are changed.

V. CONCLUSION AND FUTURE WORK
In this work, the real-time implementation and performance
of proposed ECMS approach on actual all-electric hybrid
power system have been investigated. Firstly, the dynamic
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models of all-electric hybrid power system have been
validated on the laboratory-scaled hybrid power system test
bed. The validated models have shown that they can be
easily re-configured for different system configurations of
gensets and batteries, and can be used as a platform for power
management studies to analyse the system’s response, before
real-time implementation on actual all-electric hybrid power
system. Secondly, the feasibility of the proposed ECMS
power management framework has been demonstrated in
real-time on the full-scale experimental set-up identical to
an all-electric hybrid tugboat power system, which has laid
a foundation for the integration of advance power man-
agement strategies to existing power management control
system. Finally, the proposed ECMS approach has demon-
strated substantial fuel savings and additional advantages
over rule-based method. Through the experimental valida-
tions, it has been observed that the performance of the rule-
based strategy largely depends on the decision factors that
are designed based on past experiences or knowledge, which
may not guarantee optimal performance when system param-
eters or loading scenarios changes. Whereas, the proposed
ECMS approach can better adapt to different loading scenar-
ios and system configurations, as proven from the full-scale
experimental results where ECMS demonstrates significant
fuel savings over rule-based method under a different set
of system parameters and loading conditions. In addition,
it has been shown that rule-based method works accord-
ing to pre-defined rules for each loading scenario, hence
the complexity of designing the rule-based logic will be
expected to increase with additional power sources. Whereas
ECMS has been designed to cater to different number of
power sources, making it easily adaptable to different system
configurations where more power sources are considered.
Therefore, in real world application with different configu-
rations of hybrid power sources, unknown load conditions
and changing system parameters on different system,
the proposed ECMS approach has shown to be a poten-
tial solution to optimize performance under these changing
conditions.

Future work can look into enhancement of the proposed
ECMS approach to consider emission cost, investigates in
the effects on fuel consumption while minimizing emission,
and balance possible trade off between emission and fuel
consumption. In addition, power management optimization
problem can be extended to primary level controls to further
ensures the system reliability in addition to sustainability
aspects of fuel and emission savings, taking into consider-
ation potential problems of the DC power distribution system
such as constant power instabilities caused by converters
operations [33].
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